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Structural Details C Condition Appliances Type/age
. . . VRF heat pumps
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Summary . . . .
Challenges: Solid masonry construction does not allow for wall insulation
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Completed Work
Fiscal Year Project Project Cost Grants/Rebates Life Expectancy Warranty
2012 Window Replacement (ARRA Funding) N/A N/A 10-20 years expired
2017 Heat Pump Hot Water Heater $1,037 $173 10-12 years 10 year
2017 Water fountain Replacement N/A none N/A TBD
2017 Diesel Emergency Generator Installation (replacing smaller $60,000 none 10,000 o 30,000 hours 8D
generator installed in 2016)
30 yrs - membrane
2018 Roof replacement - shingles and membrane $85,000 none 30-40 years 40 yrs - architectural
shingles
2019 Air-Source Heat Pumps Installation (Green Communities Grant) $138,525 $96,845 20+ years 10 years 'p:::mesm &
2019 LED lighting upgrade - on bill financed $11,479 $5,222 20+ years 5 year “g;::/r 2 years
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Audits/Assessments
Fiscal Year Type Findings
2009 Siemens Whole building assessment Report available upon request
2014 Clearesult Suggestions for improving insulation, ventilation, and steam traps
2016 CET Insulation Audit Additional attic insulation unnecessary - would not be eligible for incentives




